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CHAPTER 6 ST-D2090-1 4

REVISED FLOW DIAGRAM, NOTES AND

ADDED SHEET 3 AND 4

1 02-07-2001 U RP JR RR TO TO

DRAWING DEVELOPED FOR ML-3/

ML-4 PROJECTS.  FOR ML-1/

ML-2, ADDITIONAL REQUIREMENTS

AND QA REVIEWS ARE REQUIRED.

(REMOVE THIS NOTE WHEN IN-

SERTED INTO A DRAWING PACK-

AGE).

COMPRESSED AIR COMPONENT DETAIL 

NOTES FOR DESIGNER:

SCALE: NONE

KEYED NOTES:

(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1 AUTOMATIC DRAIN VALVE FURNISHED WITH REFRIGERATED

DRYER.

1. SEE SHEET 1.

BYPASS

OIL LESS/OIL FREE

COMPRESSOR

RECEIVER MOUNTED

MECHANICAL

SEPARATOR

AFTER

COOLER

AUTOMATIC

DRAIN

VALVE

HIGH EFFICIENCY

COALESCING

PREFILTER

HEATLESS REGENERATIVE

DRYER [OR] REFRIGERATED

DRYER

BYPASS

MOISTURE INDICATOR

[SEE NOTE 6 ON SHEET 1]

DEW POINT

TEST FITTING

BYPASS (TYP)

PRESSURE

REDUCING

VALVE

HIGH EFFICIENCY

PARTICULATE

AFTERFILTER

BYPASS

MANUAL DRAIN

VALVE

[SEE NOTE 5

ON SHEET 1]

AUTOMATIC

DRAIN

VALVE

FLOOR DRAIN TO

SANITARY SEWER

(TYP)

DELIVERED AIR [

] ACFM AT [  ]

PSIG

DEW POINT

[  ] °F

[SEE NOTE 9 ON

SHT 1]

RECIEVER

ADMIN. CHANGES TO CAD STD. REV#5

FORMAT

4 06-15-2017 UNCLASS

JB AJ ML ML TOTO

ADDED "ML" NOTE.2 09-06-2002 U RP JR GG GG TO

EDITORIAL CHANGES & DWG. NO. WAS

ST6020

3 08-13-2003 U RP JM RR GG TO

1

FLEXIBLE

CONNECTOR

LB

LB

LB
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